
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 0 
In the Matter of: 

AN INVESTIGATION INTO TKE ALLEGED ) 
DEFICIENCIES OF APPALACHIAN OIL ) CASE NO. 10378 
AND GAS COMPANY 1 

ORDER TO SHOW CAUSE 

Appalachian Oil and Gas Company ("Appalachian") is a natural 

gas gathering and transmission company located in Clay County, 

Kentucky, which owns and operates facilities used in connection 

with the production, transmission, sale, and furnishing of natural 

gas f o r  the public f o r  compensation. Appalachian is a utility as 

defined by KRS 2 7 8 . 0 1 3 ( 3 ) .  

KRS 278.080 authorizes the Commission to prescribe rules for 

the performance of any service furnished or supplied by a utility. 

Pursuant to this authority, the Commission has promulgated a rule, 

codified at 807 Kentucky Administrative Regulations ("KAR")  5:022, 

which establishes minimum safety standards for the operation of 

natural qas utilities. 

On August 18, 1987, a comprehensive inspection of Appalachian 

was conducted by an investigator of the Commissionas Gas Pipeline 

Safety Branch, Attached as Appendix A is a copy of the  inspection 

report. Appalachian was cited for four deficiencies: exposed 

plastic pipe at the compressor station; a leak at a plug valve; 
inadequate corrosion control based upon low pipe-to-soil reading6 

throughout the system; and no Operating and Maintenance Plan. 



In its response dated October 168 1987 (attached as Appendix 

B)8 Appalachian stated that the exposed pipe ". . has been 
buried to the required depth"; the leak ". . . has been repaired": 
all work necessary to meet the requirements of minimum cathodic 

protection ". . - should be completed by December 31, 1987": and a 

copy of a completed Operating and Maintenance Plan ". . will be 

submitted to your office not later than December 31, 1987." 

On July 14, 1988, another comprehensive inspection was con- 

ducted on Appalachian. Attached as Appendix C is a copy of the 

inspection report. Three of the  four deficiencies cited during 

this inspection were deficiencies cited in the 1987 inspection: 

aboveground polyethylene pipe at the compressor station; low 

pipe-to-soil readings throughout the system; and no Operating and 

Maintenance Plan. 

The Commission notes that Appalachian in its October 16, 1987 

response did not contest the findings in the 1987 inspection 

report.  However, while Appalachian responded that these deficien- 

cies were corrected or would be no later than December 31. 1987, 

the results of the 1988 inspection demonstrate that Appalachian's 

intentions were otherwise. Based upon t h e  assertions made by 

Appalachian in its October 16, 1987 response and the subeequcnt 

findings in the report of the July 14, 1988 inspection, t h e  Com- 

mission concludes that Appalachian apparently had no intentions of 

making the required corrections to comply with Commission regu- 

lations. The Commissim is of the opinion and hereby finds that 

Appalachian should demonstrate t h e  reasons why it need not comply 

with Commission regulations and why Appalachian should not be 
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fined fsr the repeated deficiencies t o  Commission regulations a8 

referenced herein. 

Therefore, the Commission on its own motion REREBY ORDEXS 

that  Appalachian shall appear before the Commission on October 5 ,  

1988 at 1:30 p . m . ,  E.D.T., in the Commission's offices at 

Frankfort, Kentucky, to show cause why Appalachian should not be 

subject to the penalties prescribed in KRS 278.990, and to demon- 

strate what corrective actions it intende to take to comply with 

Commission regulations. 

Done at Frankfort, Kentucky, this 15th day of w-, 1988. 

PUBLIC SERVICE COMMISSION 

& L e  B"/& 
Chairman 

Vice (2!b@n/*L* C a rman 

ATTEST t 

Executive Director 
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COMMONWEALTH OF KENTUCKY 
fUBLlC SERVICE COMMISSION 

710 SCHENKEL L A M  
POST OTFKE BOX 615 
CRANKFORT. W .  c0602 

(502) 564-3940 

October 9, 1987 

APPENDIX A 

Mr. Clyde Fuller, President 
Appalachian O i l .  G Gas Co. 
Suite 1920 
CoaPPetce Union Tower 
Chattanooga, TN 37450 

Dear Xr. Fuller: 

Our file. indic8ta that App818Chhn h8a f8fled to rerpond to 
the Augurt 25, 1987, comprehensive inspection report. We had 
requested a response before September 25, 1987. 

Please respond to the report as boon a6 poeeiblc. If a reply 
i s  not received by October 26, 1987, show cause proceedings may be 
initiated. 

Sincerely, n 

I -  Claude G. Rholccr, Jr.8 Director 
Division of Utility Engineering 

and Servicea 

CGR/KLR/mll 



COMMONWEALTH Of KENTUCKY 

730 SCHLRKEL LANE 
POST OFFKC BOX 615 

fIANKFOR1. KY. -1 
(502) E6Cl9910 

runm SERVICE COMMISSION 

AUQUat 25, 1987 

Hr. Clyde Pullet, President 
Appalachian Oil L Gat3 Co. 
Suite 1920 
Conuerce Union Tester 
Chattanooga, TN 37450 

Dear Ilr. Pullrtt 
Attached is a report of the 1987 comprehenrive inepectfon of 

Appalachian Oil c Ga8 Co. which w88 performed by Marcur L. Roger8 
on Auguat 18, 1987. 

Plcare respond to thia report by September 25, 1987, out- 
lining a correction schedule of the cited deficiencies for 
Commission approval. 

If you have any questions or need additional information, 
please contact Mark Rogers a t  SO2 564-2545. 

n 
Sincerely, 

Claude 0.  Rhorer, Jr. .“Director 
D i V h f O n  of Utility Engineering 

and Services 

CGR/KLR/D~~ 

Attachmcnt 



COMMONWEALTH OF KENTUCKY 
PUBLIC SERVICE COMMISSION 

ANNUAL -SIVE INSPECTION RepoRT 

Appalachian Oil and Gas Company 

August 25, 1987 

BRIEF - 
Appalachian Oil and Gas Company (Appalachian) with its main 

office In Chattanooga, Tenneseee. and a field office in blanches- 

ter, Kentucky. is a small gas transmission company supplied by 13 

high pressute wells and 9 l o w  pressure wells. It owns or controls 
a l l  of these wells. The company has one Ajax DP 600 compressor 

which was installed in 1986, one small compressor, and one port- 

able compressor. The portable compressor is used with the 9 

gathering lines of the low pressure wells and feeds to the DP 600. 

A 6" transmission line runs from the compressor station along 

Crane Creek Road to the measuring etation for TranEx and from 
there along Collins Fork Road to the measuring station for 
Somerset Gas at State Road 11. 

INSPECTION 

On Tuesday, August 181 1987, 1 met with Mr. Benry Nicely, 

representative for and employee of Appalachian. We toured and 

inspected the system. There were no records to review. 

FINDINGS 

1. Exposed black plaetic pipe gathering lines a t  the com- 

pressor station (6DR7-ASTH-PF3408)8 (807 KAR S:O22. 

Section 7(12 ) (8 )1 .  
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2. Small leak at the 4” plug valve at the Collins Fork 

measuring station, (807 KAR 5:022, Section 14(13)(e)21. 

3. Inadequate corrosion control. Pipe-to-soil readings 

were low throughout the system (-.600v), (807 KAR 5 : 0 2 2 ,  

Section lO(4)I. 

4. Appalachian does not have a written Operating and W i n -  

tenance Plan that meets the requirements of existing 

regulations and does not keep records necessary to 

administer that plan as requiredr (807 KAR 5:022, 

Section 13(2)(a) and (b)]. 

RECOMMENDATIONS 

It is recommended that Appalachian: 

1. Bury all plastic as per regulations by October 21, 1987. 

2. Repair the leaking plug valve at the Collins Fork 

measuring station immediately. 

3. Bring all ateel transmission lines up to a t  least 

minimum cathodic protection within 90 days. Send a 
schedule ahowing when the work will be completed to the 

Ay. Public Service Commission (PSC) by September 25,  

1987, for it5 approval. 

A. Prepare a written Operating and Maintenance Plan, 

including all required components in Sections 13 and 14 



. -  
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of KAR 58022. This should also include all records and 
initiation of reco-de for all maintenance and opera- 

ti&$ a schedule of this work to be sent to the PSC for 

its approval by September 25, 1987. 

It is further recommended that a copy of this report be 

forwarded to Appalachian so that it may respond by September 25, 

1987, with a schedule of compliance. 

Respectfully submitted, 

U 
blarcue L. Rogers 
Utility Investigator 

KLR/arl1 



APPENDIX B 

October 1-4: 1983 
::.f.! 

RECEIVED 
Mr. Claude G. Rhorer, J r . ,  Director c.x: i 1 1267 
Division of Utility Engineering and Services 
Public Service Commission 
730 Schenkel Lane D I W ~ N  OF UTlLlM 
P. 0 .  Box 615 ENGINEERING 81 SEfNlCe  
Frankfort, KY 40602 

- 

Dear Mr. Rhorer: 

regarding the August 18th inspection by Mr. Rogers of Appalachian's 
Clay County, Kentucky operation, the following items and/or findings 
have been complied with: 

In response t o  your follow-up letter of October 9, 1987 

1. 

2 .  

3 .  

4 .  

The exposed black pipe at the compressor station 
has been buried to the required depth. 

The leak in the 4" plug valve at the Collins 
Fork measuring station has been repaired. 

The company is currently taking bids on the 
required minimum cathodic protection on the 
steel transmission lines. All work necessary 
to meet the requirements should be completed 
by December 31, 1987. 

The company is preparing a written operating and 
maintenance plan. A copy of the completed plan 
will be submitted to your office not later than 
Docember 31, 1987. 

I f  you should have any questions regarding this informalion 
please do not hesitate to contact our office. 

Sincerely, 

APPALACHIAN O I L  I GAS 
COMPANY, INC. A 

I 

WCG/ jh  

cc: Henry Nicely 

William C. Garland 



APPENDIX C 

COHMONWEALTB OF KENTUCKY 
PUBLIC SERVSCE COMMISSION 

ANNUAL mREtlENSIVE INSPECTION REPORT 

Appalachian Oil and Gas Company 

July 258 1988 
BRIEF - 

A comprehensive in6pection of Appalachian Oil and Gas Company 

(Appalachian) was conducted on July 14, 1988. This inspection waB 

conducted in accordance with the Public Service Commission's 

annual inspection program for all intrastate gas pipeline opera- 

tors  under its jurisdiction. 

Appalachian is a small gathering system located in Clay 

County, Kentucky. It has 25 wells and 1 compressor station. A 6" 

bare steel line runs from the compressor station to the sales 

point with Somerset Gas on KY 11. Several small Grade 3 leaks 

were found on the valves and flanges a t  the Somerset sales point. 

Also found during the inspection were low pipe-to-soil readings. 

Wr. Fields, an employee of Appalschian, was not 8ure if the line 

was cathodically protected or not.  Readings ranged from -.9OOv to 

-.6OOv. Three of the 4 deficiencies named in the August 258 1987 

comprehensive report were found again on this inspection. 

FINDINGS 

The following deficiencies were found during the inspectionr 

1. AbOv8qrOUnb polyOthyl8n8 pipe at the compressor station, 

(807 KAR 5:0228 Section 7(12)(a)l. 

2 .  LOW pi~-tO-sOil readings throughout the Bystem# ( 8 0 7  

KAR 520228 Section lO(4)l. 
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3. Appalachian does not have an Operating and Maintenance 

Plan, ( 8 0 7  KAR 5 : 0 2 2 ,  Section 13(2)(a)&(b)l. 

RECOMMENDATIONS 

It is recommended that Appalachian: 

1. 

2. Have a corrosion survey on the buried steel portion of 

the system conducted by a qualified technician. The 

results of this survey should be ueed to determine the 

type of cathodic protection program to use. 

Prepare a written Operating and Maintenance Plan to meet 

Commission requirements. 

Bury all aboveground polyethylene pipe. 

3 .  

4. Repair the Grade 3 leaks. 
Due to the repeat violations cited, an enforcement action is 

recommended for Appalachian. 

It is further recommended that a copy of this report be sent 

to Appalachian requesting that it respond by August 22, 1988 with 

a schedule of compliance to the deficiencies cited for Commission 

approval. 

Respectfully submitted, p 

EHA/mll 

Earl H. Alderman, Jr. 
Utility Investigator 


